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2#12 COPPER, 1#12 COPPER EQUIPMENT GROUND, 3/4" CONDUIT
TO NEW CIRCUIT BREAKER IN PANEL INDICATED, TYPICAL ALL CIRCUITS
UNLESS NOTED OTHERWISE.

LOWER—-CASE LETTER AT SWITCH INDICATES CONTROL OF ALL LIGHT
FIXTURES IN ROOM WITH MATCHING LOWER—CASE DESIGNATION, TYPICAL.

EXIT SIGNS AND EMERGENCY "TWIN—HEAD” LIGHT FIXTURES SHALL BE
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PROVIDED WITH EMERGENCY BATTERY BACKUP, AND SHALL BE CONNECTED
TO THE LOCAL LIGHTING CIRCUIT, WIRED AHEAD OF ANY SWITCHES IN CIRCUIT.

PROVIDE "SLIDE” DIMMER SWITCH WITH ON/OFF PRE-SET, COMPATIBLE WITH

LIGHT FIXTURE SPECIFIED (LUTRON OR EQUAL).

600—-WATT

"SLIDE SWITCH” DIMMER SWITCH WITH ON/OFF PRE-SET FOR

CEILING FANS, TYPICAL (LUTRQN OR EQUAL).

CEILING FAN (200—WATT PER FIXTURE MAX.).

IF FAN CONSUMES MORE POWER,

DIMMER CONTROL SWITCH CAPACITY MUST BE INCREASED TO 125% OF TOTAL FAN
POWER DEMAND.

EXTERIOR FIXTURES SHALL BE SWITCHED VIA TIME CLOCK (TORK #7000 SERIES).

LIGHTING PLAN GENERAL NOTES
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SWITCHES SHALL CONTROL ALL "SWITCHED” LIGHT FIXTURES IN ROOM
TYPICAL UNLESS NOTED OTHERWISE.

SEE KEYNOTES FOR
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EXCEPTIONS.
2. CONTRACTOR SHALL INSTALL A GREEN EQUIPMENT GROUNDING WIRE
IN ALL CONDUITS AND SHALL BOND THE GROUND WIRE TO ALL
DEVICES AND ELECTRICALLY WIRED EQUIPMENT. GROUNDING AND
El?gcql!gl% %F(I)/?)LEL Ii‘ETlIgLSEAELS.%D IN ACCORDANCE WITH NATIONAL
3. CONTRACTOR SHALL REFER TO ARCHITECTURAL REFLECTED CEILING
PLANS FOR LOCATIONS OF ALL LIGHT FIXTURES. REFER TO
ARCHITECTURAL LIFE SAFETY PLAN FOR ALL EXIT SIGNS. CONTRACTOR
| S oty e
m 9ND FLOOR LIGHTING PLAN m 1ST FLOOR LIGHTING PLAN FOR WRITTEN APPROVAL BY ENGINEER. ' '
- ; " E1.0/ 1/4" = 1" - 0" 4. COMMERCIAL LIGHTING DESIGN AND INSTALLATION SHALL COMPLY
w 1/4" =1 -0 WITH FLORIDA BUILDING CODE (FBC) 505.
5. EGRESS ILLUMINATION DESIGN AND INSTALLATION SHALL COMPLY
WITH FLORIDA BUILDING CODE (FBC) 10086.1.
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